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HNOTICE OF B MR OF BQUILRMENT
ARTICLE XXI - SECTION 2108.1

uns Reference Number: 05-0156
ACHD Reference Number: 6608

Date & Time of Breakdown: Date: 08/02/05 Time: 0808 hours
Company Name: U.8S. Stesl Corporation - UES Clairton Works

Specific Bguipment Involved ox Affected: #19 Battery lgniter
Flare

BAPC Permit Number (if applicable}:

Location: Clairton, PA

Nabure and causs of breakdown: Tar removal maintenance was being
performed on $#19 Battery suction main when the flare tripped. The
aute mercoid switeh malfunctioned and allowed the igniter flare
to remain open.

Stard End Duration Flared
Date Battery Time Time Min. Sec. Yas Hao
GR/02/05 149 08:08 GH:21 13 04 Tes

Tdeniification of Emissionsg:

&. Trpe (sl (€O, HOX, 50, Partivulates, Hydrovarbons, aho .}
Released products of combustion of Coke Oven Gas.

B. Toxic qualities of sach type (including its qualities as an
irritant, and its potential for causing iilmgsa, digability,
or mortality). Eve, Nose and Throat Irritan

£, Amount of each type emibtbted {or likely to %& amitt@&}o

Chemical Duantity RBalsased {lbhs)
0 427

P HGy i

LY Z16%

WO 59

Mezsures taken {(or to be taken) (o minimize length of bresakdown
and amount of emissions, including shutdown or curtaiiment {or
why it iz impossible or impractical to do so).

The flare was manually closed and flaring was terminated at 0821
hours. The merooid switch replacement was completed at 1100 hours
and the subtomatic zyvstem was avallable for service.

Pacility back in operation - Date: QB/02/705 Time: 1100 hours
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